This paper discusses a new scheme to reduce the level of fault currents in the feeder cable and power transformer windings under short-circuit conditions. The proposed scheme suggests splitting the feeder cable in two cables and connecting it to a network through two rectifier units. Therefore, the split windings of the power transformer are supplied by a six-conductor feeder using unidirectional dc current. Unidirectional magnetic flux produced by the windings are summarised in the transformer core resulting ac flux to ensure a normal transformer operation. The proposed scheme was analysed under short and open-circuit faults. It has been shown that the short-circuit currents in the cable conductors and transformer windings are reduced in 1.41 times in comparison to a conventional scheme.
I. INTRODUCTION
Intensive development of modern electrical power system and integration of distributed generation increases complicity of the power network topology where the distance between the grid nodes becomes shorter. Such an enhancement of power system significantly rises the magnitude of short-circuit current occurred in a faulty part of the network. A short-circuit current which exceeds interrupting capability of protection circuit breakers brings a negative and possibly unrecovered impact on the power system operation and its components [1] - [5] . Conventional solutions to reduce the short-circuit current are based on installation of various current limiters in different parts of electrical power system. According this technique, the limiters should introduce an extra impedance in the circuit currying a fault current and, therefore, provide protection of components in the electrical power system [6] , [7] . In the power systems with large penetration of renewable energy the distributed generation significantly contributes in increase of the short-circuit current. In order to limit the fault currents these systems require implementation of comprehensive protection and power flow control devices [8] - [10] . Advanced approach to reduce the short circuit current is related to the network topology reconfiguration. This method has been initially introduced for the optimal power transmission but can be also effectively utilised for short-circuit limitation [11] , [12] . This paper introduces a new scheme aimed to improve reliability of operation and to reduce the level of shortcircuit currents in the feeder cable and power transformer windings. The proposed scheme is applicable to MV (medium voltage) power distribution systems (10kV) and based on modification of the exiting, conventional scheme.
II. PROPOSED SCHEME According the proposed scheme the feeder cable is split onto two cables as shown in Fig 1. Each split cable is connected to the main network through a rectifier unit to ensure current flowing in the cable lines during half-cycle of ac period. Therefore, the transformer is supplied using two three-line cables comprising a six-conductor feeder in which the current is rectified and unidirectional. A power transformer for this application should have three-phase split windings at the high voltage (HV) side. To summarise unidirectional dc currents in the cable conductors the neutral points of the split windings must be jointed [13] . The principle of the proposed scheme operation is shown in Fig. 2 . The currents of each phase in the sixconductor feeder are converted into unidirectional current using two rectifier units (D 1 , D 2 , D 3 and D 4 , D 5 , D 6 ), transmitted in a dc from to the power transformer and distributed between two three-phase split windings (W 1 -W 4 , W 2 -W 5 , W 3 -W 6 ). The unidirectional currents in the HV windings W 1 -W 6 are summarised to zero in the joint neutral point to ensure balanced operation of the three-phase system. The current flowing through each split winding generates unidirectional magnetic flux in the magnetic core of the transformer. However, all unidirectional magnetic fluxes produced by windings W 1 -W 6 are summarised in the transformer core resulting ac flux to ensure a conventional transformer operation. Therefore, the electrical power is delivered through the cables using a dc transmission method whereas the power transformer operates under normal condition with ac magnetic flux waveform in the core.
III. OPERATION UNDER FAULT CONDITIONS
The main advantage of the proposed scheme is that under three-phase short-circuit at HV side of the power transformer the fault currents in the cable will be reduced in times compared to the conventional scheme. This reduction is achieved due to unidirectional (rectified) 
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Three-phase short circuit in the cable 1 Another advantage of the proposed scheme is that under short-circuit between conductors in the same cable the fault current is not developed. It is prevented by the diodes in the rectifier unit connected back-to-back in series as shown in Fig. 3 . A short-circuit between conductors of different cables is consider as an unusual case.
The data of fault currents in the cable conductors and HV/LV transformer windings under various short-circuit conditions are shown in Table 1 . It is assumed that the short circuits occur at the HV terminals of a 1MVA, 10/0.4kV power transformer. In order to provide the result comparison, the table also gives the fault currents under the same short-circuits in a conventional scheme with one three-phase cable. It can be seen that the fault current in the cable conductors is reduced times under a three-phase symmetrical short-circuit. It means that the cross-sectional area of the cable conductors (and cable cost) for the proposer scheme can be also reduced. However, a much better reduction in the fault currents can be achieved under unbalanced line-to-line short-circuits as shown in Fig. 3 . Table 2 shows the results of analysis of the fault currents in the cable conductors and HV/LV transformer windings under balanced and unbalanced short-circuits at the low voltage side terminals. The results demonstrate that the fault currents in the cables and HV windings are reduced in comparison to the conventional scheme.
The proposed scheme has been also analysed under open circuit faults. The currents in the cable conductors under open-circuit fault in phase "A" of supplying network are given in Table 3 , whereas the fault currents under opencircuit in the load phase "a" are shown in Table 4 . Table 5 demonstrates the analysis results for varies unbalanced open circuits occurred in the cable conductors of the proposed scheme.
VI. CONCLUSION
The proposed scheme discussed in this paper provides the reduction of the fault currents occurred under balanced and unbalanced short-circuits. The fault currents are reduced in times under a balanced three-phase short-circuit. However, a better reduction in fault currents is achieved at 2 2 unbalanced short-circuits. Due to the fault current reduction a cross-sectional area of the cable conductions and the cable cost are also reduced. The short-circuit faults in a single cable do not produce a short-circuit current because of backto-back series connection of the diodes in a rectifier unit. This advantage significantly improves the reliability of the system operation.
It should be noted that the proposed scheme is more expensive in comparison to a conventional solution as it requires implementation of a number of additional elements such as rectifier units, two cables and split windings modification of a power transformer. However, in some cases the total cost of the installation can be reduced to the cost of a conventional scheme. The reactors, usually used for short-circuit current limiting, can be excluded from the system due to reduction in fault currents and improvement in reliability. Therefore, the proposed scheme is a promising solution for the power distribution applications where the reliability of electricity supplying and system operation is crucial.
The proposed scheme has been implemented in a distribution power substation supplying an industrial plant. Fig. 4 shows the main components of the installation -the split windings, 10/0.4kV power transformer and a cabinet equipped with the rectifier units. The installation has been in operation for 5 years.
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